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Test Report No. & Date

Customer his reference & address

Manufacturer; his reference & address

Particulars of apparatus tested

Designation
Type
Sl.No
Identification No./Sample code No.
Drawing No

Date of test
No. of samples tested
Test conducted

Partioulars of test conducted

CPRIBPLSTNC2lTO342 31 DEC 7lZ1

The above test was conducted on the sample as per standard. The wire of specified diameter did not
enter the enclosure. No traces of powder observed inside the sample after IP-6X Test. No traces of
water was observed inside the sample after IP-X5 Test.
Test in accordance with
standard/spec ifi cation
Customer's requirement/Deviations if any
Name of the Witnessing person
Customer representative
Other than Customer representative

IWs. Drive and Control System, 1324, Near
Railway Fatak, Opp. Raj Kamal Petrol Pump,
Gondal Road, Rajkot, Gujarat 360 004.
lWs. Drive and Control System, 1324, Near
Railway Fatak, Opp. Raj Kamal Petrol Pump,
Gondal Road, Rajkot, Gujarat 360 004.
415Y,6304, LT Panel

LTDB Panel
Main LT Panel
Nil
STNC215065I
DCS/LT/IP/65 Sheet 01 of 01 Rev.RO (Drawing to
be revised and verified)
28 &29 December 2021
One
Degree of Protection IP-65

As per C1.I2.2, 12.3, 13.3, 13.4, 13.6, 14.2.5 & I4.3
of IEC: 60529-2013
Nil

Shri. Shubham Sharma
Nil

Note:
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